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Abstract: In a photovoltaic (PV)-battery integrated system, the battery undergoes frequent charging
and discharging cycles that reduces its operational life and affects its performance considerably.
As such, an intelligent power control approach for a PV-battery standalone system is proposed
in this paper to improve the reliability of the battery along its operational life. The proposed
control strategy works in two regulatory modes: maximum power point tracking (MPPT) mode and
battery management system (BMS) mode. The novel controller tracks and harvests the maximum
available power from the solar cells under different atmospheric conditions via MPPT scheme. On the
other hand, the state of charge (SOC) estimation technique is developed using backpropagation
neural network (BPNN) algorithm under BMS mode to manage the operation of the battery storage
during charging, discharging, and islanding approaches to prolong the battery lifetime. A case study
is demonstrated to confirm the effectiveness of the proposed scheme which shows only 0.082% error
for real-world applications. The study discloses that the projected BMS control strategy satisfies the
battery-lifetime objective for off-grid PV-battery hybrid systems by avoiding the over-charging and
deep-discharging disturbances significantly.
Keywords: backpropagation neural network (BPNN); battery management system (BMS); dSPACE 1104;
energy storage; PV-battery integration; state of charge (SOC)

1. Introduction
Photovoltaics (PVs) have been widely used as a reliable and cost effective renewable energy source
in order to reduce the dependency on fossil fuels conventional generation [1]. The performance of PV
systems can be investigated through detailed modeling and simulation analysis [2]. In this regard,
artificial neural network (ANN) model for PV system has been recently used instead of the classical
one diode and five parameters (1D + 5P) model. While the ANN model revealed a better performance,
the execution time is long with large data required for training and testing the ANN model. The PV cells
are classified into two main categories, namely, double diode and single diode modules [3,4]. While high
accuracy PV panel is characterized by double diode module, the structural complexity depicts low
analytical speed. Thus, the equitable trades between accuracy and easiness give advantage for single
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diode module to be adopted in various power electronics applications [5]. The implementation of PV
systems presented in [6–8] suggested to conduct further research on PV-battery hybrid system.
Irregularity of solar irradiance and atmospheric temperature degrades the efficiency of the
solar panel. This calls for the adoption of a reliable maximum power point tracking (MPPT) scheme
to harvest the maximum available power from the solar irradiance. The purpose of MPPT is to
match the I–V operating point of the PV modules and yield the maximum available power from
the electronic converter [9,10]. Various online and offline MPPT techniques are presented in [11]
in which, a combination of adaptive neuro-fuzzy inference system (ANFIS) and hill climbing (HC)
MPPT technique is developed. Reported results outperform the tracking accuracy of the conventional
MPPT technique. In [12], an adaptive perturb and observation (P&O) MPPT algorithm is developed to
improve the yield of the PV system during partial shading events. The designed system is applicable for
mono and polycrystalline-based PV panels. In [13], an improved P&O MPPT technique is developed
and tested under a step and ramp changes of solar irradiation. The proposed method is reported to
be of a faster tracking speed than the conventional method. Moreover, a modified P&O based MPPT
technique implemented in MATLAB/SIMULINK software is presented in [14]. This algorithm was
able to identify the maximum power point accurately compared to the conventional P&O scheme.
Nevertheless, experimental validation of the proposed technique was recommended in future research
accompanied by the impact of temperature parameter. Consequently, by following [15], P&O based
MPPT system is used in this research to improve the working prototype in real-life application.
Throughout the night-time plus cloudy days, only PV panel cannot afford to deliver sufficient
power-supply that evocates in terms of energy storage system or another source of power-generation.
PV-diesel system is widely used in remote area to provide uninterrupted power. However, the use of
diesel generator may have severe consequences on the environment due to its dependency on fossil
fuels [16]. Therefore, battery energy storage system (BESS) is another preferred option to maintain the
power system efficiency in full-fledged [17–19]. The charging/discharging irregularity of PV-battery
hybrid system decreases the battery operational life and affects the entire system efficiency. In general,
lead acid battery comprises a flat terminal voltage in the range of 40% to 80% of the state of charge
(SOC) [20]. As shown in Figure 1, the voltage variation in this range is less than 0.44 V. A minor
difference of the open circuit voltage (VOC ) in this scope causes a significant variation in the system
performance as VOC is directly related to the SOC. Such slight voltage difference can hardly be used to
persuade a proper charging and discharging process.

Figure 1. Open circuit voltage (VOC ) vs. state of charge (SOC) for the employed 12 V Lead-Acid battery.

Principally, SOC estimation accuracy ensures the integral efficiency of the battery storage
system [21]. The optimization of lithium-ion battery (LIB) model parameters are distinctly degraded
by the unexpected noises in the real-life applications [22,23]. To discern this labyrinth, instrumental
variable (IV) estimation was combined with the bilinear principle in [24] headed for compensating
the noise-induced biases of battery parameterization. Luenberger observer was further implemented
in the proposed model that resulted in 2.60% and 1.25% SOC estimation error under hybrid pulse
experiment (HPE) and federal urban dynamic schedule (FUDS) condition correspondingly.
Reference [25] presented backpropagation neural network (BPNN) based SOC estimation technique
for Lithium-ion battery at three different temperatures (0, 25 and 45 ◦ C). The research resulted the
reduction of root mean square error (RMSE) for BPNN model at 25 ◦ C compared to radial basis

Appl. Sci. 2020, 10, 8799

3 of 13

neural network, extreme learning machine, and generalized regression neural network models.
The LabVIEW-DAQ 6008 was implemented in [26] to devise the optimum employment of lead-acid
battery through BPNN based SOC assessment algorithm. This research resulted 0.893% average
error by recommending the battery life extension for future research. Reference [27] implemented
Wöhler-curve-based ageing model to improve the battery lifespan that recommended a proper
controlling scheme in case of railway application. In [28], a predictive controller system is
proposed to manage the SOC of the battery bank and support the critical load demand during
grid-blackout condition. The projected model elongated the battery lifetime excluding off-grid
atmosphere. According to the above discussion, BPNN based SOC estimation approach is a better
solution compared to the existing research in the direction of lengthening the battery lifespan for
PV-battery hybrid system. Therefore, the main contribution of this paper is the development of a
proper control strategy for a standalone PV-battery integrated system to manage the generation and
load-demand operation. Further, an effective SOC estimation technique is proposed to extend the
operational life of a lead acid battery. The proposed model is validated through extensive simulation
and experimental analyses using MATLAB-dSPACE 1104 interfacing system.
The remaining of this paper is organized as follows: The modeling approach for state of charge
(SOC) estimation is explained in Section 2. Section 3 represents the numerical simulation and
experimental analysis in depth. The significance of the proposed methodology are elucidated based on
simulated and experimental results in Section 4. In Section 5, the key conclusion of the paper is drawn.
2. State of Charge (SOC) Estimation
State of charge (SOC) is essential for Lead Acid (LA) battery to declare its well-being operation and
to eliminate over-charging/deep-discharging issues. However, the complexity of the electrochemical
responses marks the SOC estimation as a challenging subject [29–31]. In case of nonlinear systems,
BPNN is the most employed technique because of its self-learning and feedback distinction [25,32].
Thus, BPNN based SOC assessment method is adopted in this paper as shown in Figure 2. As mentioned
in Figure 3, SOC is estimated for every single battery independently by collecting its voltage and
current parameters where VT is the total voltage of the battery bank. The root mean square error
(RMSE) of the SOC estimation is minimized by adjusting the weights. In BPNN, total input of the
hidden layer can be calculated from,
netin =

X3
i=1

xi win + bn

(1)

where netin represents the total input to the hidden layer neuron n, xi symbolizes the value of
input neuron, win deliberates the weight between the input layer and hidden layer neurons i and n;
respectively, bias of the hidden layer neuron n is mentioned as bn .

Figure 2. Structural design of the proposed backpropagation neural network (BPNN) algorithm.
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Figure 3. State of charge (SOC) estimation maneuver from batteries.

A tangent function is the utilized activation function for the hidden layer neuron n. The valuation
of the output layer neuron can be found from (3).
1 − exp(−2netin )
1 + exp(−2netin )

hn = f (netin ) =
neto =

Xn
i=1

hi gi + p

(2)
(3)

where neto represents the overall product of the output layer neuron o, the value of hidden layer neuron
to output layer neuron for i is hi , weight between hidden layer neuron i and output layer neuron o is gi ,
bias of the output layer neuron o is p.
Sigmoid function is used as the applied activation function of the output layer neuron where
output yn can be calculated from (4)
yn = f (neto) =

1
1 + exp(−neto)

(4)

ei = fRe f − fEst

(5)

∂Error
∂Error ∂ fEst
=
∂wnij
∂ fEst ∂wnij

(6)

RMSE =

r
Xn
i=1


e2i /n

(7)

where ei represents the output error, fRe f and fEst are the reference output function and estimated output
function; respectively. Using gradient descent algorithm (GDA) as given by (5) to (7), weights are
restructured repeatedly to attain the expected output and reduce the error. From (7) the RMSE is
considered from which the improved weights are achieved while the error is diminished.
3. Methodology
3.1. Simulation Model
To validate the proposed control strategy, the predicted model is simulated in MATLAB/SIMULINK
2019a software (Mathworks). The collected 1000 battery-data are divided into 80% (800), 10% (100) and
10% (100) for training, validation, and testing; respectively. In shown in Figure 4a, different types of
hyper-parameters e.g., sigmoid activation function, three neuron, one layer, and 0.1 valued learning
rate are instigated to accomplish the training stage. The proposed controlling method to monitor the
MPPT scheme and to estimate the SOC of the battery bank by dint of battery management system
(BMS) is shown in Figure 4b. The MPPT mode generates maximum possible power from the available
solar insolation under any atmospheric condition.
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Figure 4. (a) Collected battery-data training using MATLAB toolbox; (b) Schematic diagram of the
proposed model.

On the other side, BMS receives the battery voltage and current from measuring sensors and
estimates the existing SOC by means of BPNN algorithm. The battery is kept in islanding mode if the
PV can support the load-demand properly to reduce its utilization and elongate the battery lifetime.
Furthermore, the battery section is charged or discharged frequently by following the PV power-supply
involvement. From previous research [33–35], it is noticed that only 40% to 80% charged battery
can function actively. More than 70%–80% SOC holding battery meets the over-charging mode at
charging period and below the 30%–40% of SOC containing battery meets the deep-discharging mode
at discharging period. As a result, this paper keeps the battery charging–discharging range as 40%
to 80% SOC to lengthen the battery lifespan. The entire flowchart of the proposed BMS controlling
technique is presented in Figure 5. In addition, the battery lifetime is adopted by following the
Wöhler-curve-based ageing model which can be considered from (8)
Li f etime =

1
LL

(8)

where LL is the lifetime loss (in Ah) of the battery that is the function of DOD as well as DOD is the
complementary to SOC.

Figure 5. Flowchart for the entire system.
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3.2. Experimental Model
A physical prototype of the proposed model, as shown in Figure 6a,b is developed in the laboratory
environment. A 12 volt, 7 Ah lead-acid battery is installed with the solar module PV panel (VOC = 21.6 V,
ISC = 3.40 A, Pm = 50 W) along with a 5 W AC bulb (240 V, 50 Hz) as a load. In the working prototype,
PV solar panel, battery, and loads are connected including fuse and circuit breaker as well as the
MATLAB/SIMULINK 2019a software is interfaced with dSPACE 1104 controller on Windows 10
professional operating system in a personal computer (PC) acer with 4.00 GB RAM, Intel(R), Core(TM)
i5-3230 CPU @ 2.60 GHz. The integration of MATLAB Tools for dSPACE Code Generation block
diagram is shown in Figure 7. The voltage and current sensors measure the voltage and current from
the corresponding elements and provides the signal to the designed personal computer (PC) model
through dSPACE1104 electronic board. The SIMULINK model analyzes the data and evaluates the
PV power, battery SOC, and load power for the BMS controller. It is worth mentioning that the aim
of this paper focuses on the battery system management through the proposed BMS that controls
the charging, discharging, and islanding modes of the battery.

Figure 6. (a) Experimental setup of the developed hardware model; (b) Photovoltaic (PV) panel
installation in the vicinity of the laboratory hardware model.

Figure 7. Integration of MATLAB-dSPACE Code Generation block diagram.

4. Results and Discussion
4.1. Performance Statement
The experiment was conducted from June to July, 2019 in the laboratory environment. On the
first day as shown in Figure 8, the prototype was verified at 620 W/m2 solar radiation and 29 ◦ C
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ambient temperature. The PV supply was sufficient (nearly 10.8 W) on that day to support the 5 W
load demand. Since, the battery was contented with the maximum 80% SOC, the storage system
resulted in an islanding mode to extend the battery execution lifetime.

Figure 8. Experimental analysis for Day 1: 620 W/m2 , 29 ◦ C.

On the second day (540 W/m2 , 27 ◦ C), 65% SOC containing battery was experimented and BMS
changed the battery to charging mode for that day as shown in Figure 9. Because 8.2 W PV supply
was adequate to charge the battery together with supporting the load demand. On the third day,
the developed system was carried out in 55% SOC, 372 W/m2 irradiance 23 ◦ C atmospheric temperature.
On this day, the PV supply (3.8 W) was insufficient to support the load demand. Hence, the battery
bank was brought to the discharging mode to cover the load as shown in Figure 10. On the fourth
day (322 W/m2 , 21 ◦ C), the BMS was examined with the minimum 40% SOC. As shown in Figure 11,
neither the PV supply, nor the battery source was able to deliver the load demand adequately. Hence,
the BMS islanded the battery discharging file to maintain the battery life against deeper depth of
discharge (DOD). The generated DC voltage is converted into AC voltage waveform as shown in
Figure 12. Figure 12a shows the generated AC voltage from which the pure sine wave as shown in
Figure 12b, is revealed for a particular period. Figure 12c shows the experimental modified AC signal
obtained in the laboratory for the operation of low powered equipment.

Figure 9. Experimental analysis for Day 2: 540 W/m2 , 27 ◦ C.
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Figure 10. Experimental analysis for Day 3: 372 W/m2 , 23 ◦ C.

Figure 11. Experimental analysis for Day 4: 322 W/m2 , 21 ◦ C.

Figure 12. (a) Generation of AC voltage density; (b) Pure AC sine wave; (c) Modified AC sine wave
production in Oscilloscope.

4.2. Performance Validation
The training and testing analysis for the accumulated battery-data are performed in MATLAB
software by accomplishing the BPNN algorithm. In this concern as shown in Figure 13, the overall
regression for training, validation and testing is brought about 99.507%. Moreover, at the initial
experiment, the actual SOC was calculated using Coulomb counting (CC) method. Figure 14 shows
that though the initialization disparity of the estimated SOC is high relating to the actual SOC in
consequence of the random accessed weights of BPNN algorithm, the inconsistency is minimized after
some moments as a result of weight adjustment tactics. Along with this regard, Figure 15 indicates the
RMSE (0.082%) of the estimated SOC. Table 1 shows an accuracy comparison of the proposed method
for lead-acid battery (LAB) with other techniques, i.e., support vector machine for regression (SVR),
Kalman filter (KF), dual extended Kalman filter—auto regressive exogenous (DEKF-ARX), particle
swarm optimization (PSO) and Open Circuit Voltage (OCV) published in the literature. The table
shows that the proposed model results in the least MSE. The other principle of the proposed BMS
controller is to elongate the working-life of the battery storage.
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Figure 13. Training, Testing, and Validation results with regression.

Figure 14. Comparison between Actual and Estimation SOC.

Figure 15. Root mean square error (RMSE) of the system.
Table 1. Comparison of SOC estimation accuracy.
Year

Ref.

Battery

SOC Algorithm

Error (%)

2015
2016
2017
2018
2019
2019
2019
2020

[36]
[37]
[38]
[39]
[40]
[41]
[42]
Proposed Model

LAB
LAB
LAB
LAB
LAB
LIB
LIB
LAB

SVR
KF
DEKF-ARX
PSO
OCV
BPNN
BPNN
BPNN

0.95
1.7
4.58
3.46
3.78
1.2
1.15
0.082
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Conventionally, load conducts the battery energy supply for all day–night that diminishes the
storage lifespan. The projected model monitors the operation of PV supply, load, and battery by
maintaining the SOC in the safest range. Moreover, the battery is discharged when the PV supply
is insufficient to support the load demand only that assists to achieve the aforementioned goal.
By following this novel method, a comparison between the conventional and projected model of the
battery-lifetime is shown in Figure 16, of which it can be observed that the proposed model enhance
battery lifetime compared to the conventional model. The selected battery is able to afford the 5 W
light for around seven hours. To validate the robustness of the proposed model, a comparison between
simulated and experimented modified AC sine wave is conducted as shown in Figure 17 which reveals
good agreement between the experimental and simulation results. The proposed approach is easy to
implement for already installed and new PV systems. It can be also adopted in many applications of
the flexible ac transmission system (FACTS) devices and wind energy conversion systems [43–51].

Figure 16. Battery Lifetime comparison between proposed and conventional model.

Figure 17. Comparison between simulation and experimentation Modified AC voltage.

5. Conclusions
Battery storage is an expensive but essential component for PV-battery integrated system to
ensure the continuity of power supply during the cloudy days and night time. In this paper, a BMS
that consists of PV model, P&O MPPT technique and SOC estimation of battery is developed.
Experimental data were simulated for analyzing the real-world application. Subsequently, the practical
evaluation of the simulated model is developed to validate the robustness of the proposed model.
dSPACE 1104 monitoring component upgrades the experimental qualification of the proposed model.
The foremost objective of this research is to maintain the battery SOC within a protected range to avoid
over-charging and deep-discharging that affects the operational life of the battery. Effective simulation
and experimentation for well-regulated BMS is followed to implement the proposed structure of the
PV-battery hybrid system. The control strategy observes the SOC of the lead-acid battery and takes
decisions to achieve the anticipated operating goals and elongate the battery lifetime. The proposed
SOC estimation technique results in a RMSE of 0.082% which is the least when compared with other
techniques published in the literature. The proposed control approach for PV-BMS validation tests
conducted on this platform are safe beyond the standard range of operation, specifically at initial stages
in the development procedure. For future work, the utilization of historical data for SOC estimation as
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well as several kinds of adaptive algorithms, e.g., support vector machine (SVM), extreme learning
machine (ELM), and restricted Boltzmann machine (RBM) could be conducted to recapitulate this
study for on-grid section. The situation is worth stating that the internal temperature of the PV panel
is a critical parameter that influence the efficiency and operational life of the entire system. This calls
for further future investigation comprising the long-term experimentation before industrialization.
Author Contributions: M.O.Q. conceived the original idea; M.O.Q. and Y.B. wrote and edited the manuscript;
H.B. investigation; M.L.H. and A.A.-S. supervised the study; M.M.R. and S.M.M. revised the final version of
the paper. All authors have read and agreed to the published version of the manuscript.
Funding: This research was funded by Research and Innovation Management Center (RIMC), UNIMAS
via Fundamental Research Grant Scheme, Ministry of Higher Education, Malaysia, grant number
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